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SECTION Y-Y

TOP

SECTION X-X LADDER DETAIL

SLIP LUG DETAIL

MOUNTING LUG DETAIL

NOTES:

MANWAY

ELEVATION

ELEVATION SIDE

ELEVATION

22" (559 mm)
I.D. MANWAY

(64x10x2350
mm) STEEL
(2 REQ'D)

CARBON STEEL
LADDER, SEE
DETAIL THIS 

FRP UNIVERSAL
MOUNTING LUG,
SEE DETAIL
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GASKET AS APPROVED
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1. OPENINGS IN TANK FOR PIPE CONNECTIONS SHALL BE OF THE SIZES AND TYPES
INDICATED IN THE SPECIFICATIONS.  ONLY THOSE SHALL BE INSTALLED.

2. HEIGHT OF MANWAY EXTENSION SHALL BE AS INDICATED IN THE SPECIFICATIONS.

1 1/4" (32 mm)

FIBERGLASS REINFORCED PLASTIC (FRP)
SLIP LUG, SEE DETAIL

24x2"(610 x 51 mm)
BOLT W/WASHERS

1/2" (13 mm)

3. THE METRIC CONVERSIONS ARE PROVIDED IN PARENTHESIS FOLLOWING
THE ENGLISH UNITS.
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